BACK OF.
FIXTURE

S B

P4

i

CONTRACTOR SHALL PROVIDE
AND INSTALL POLE
IDENTIFICATION PLATE.
PLATE SHALL FACE ONTO
STREET

~

FOUNDATION
SEE STANDARD POLE
BASE DETAIL

~ HANDHOLE\

ELEVATION—TYPE 15

4-5/8"

5/8” x 11 NC x 1-3/4" LONG
HS CAP SCREWS,

/ TOT 3. TAP POLE PLATE
2-1/2"
3-1/4"
CHASE EDGES FOR
ELECT. CONDUCTORS
3/4" —)
N|
2-3/4 MN. |
—ﬁ? 6"
N
S~——8AR 1/4” x 0'=5"
7%

POLE DATA
POLE LUMINAIRE
TYPE| A MIN. 0D. fnyck— | ARM
HEIGHT BASE TOP NESS
15 | 300 | 8 [3-7/8"]0.1196" | 6'-15"
NOTE: [ ]  INDICATES ARM LENGTH TO BE USED UNLESS OTHERWSE NOTED ON PLAN
LUMINAIRE ARM DATA
M N MIN. 0.D. P—MOUNTING HEIGHT
PROJECTED| RISE | AT POLE |THICKNESS
LENGTH TYPE 15
6-0" | 2-0"| 3-1/4" 3'-6"+
g-0" | 2-6"| 3-1/2" 32'-0"%
10-0" | 3-3"| 3-7/8" | 0.1196" 32'-9"+
12-0" | 4-3"| 3-7/8" 33-9"+
15-0" | 4'-9" | 4-1/4" 34'-3"+

CITY OF MOUNTAIN VIEW
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STANDARD DETAIL

Drawn : QT Vi l*::q : {

Checked : RK/ = | saas-:NH‘aza“\
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APPROVED | ' @
B oy /% STANDARD ELECTROLIER
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v

?'ﬁ,

6'-3"

SIDEWALK FINISH
PULL BOX _\ '
r— IR c

BASE COVER TO BE

ATTACHED RIGIDLY
TO POLE

TERMINATE WITH

GROUND BUSHING
FOR METAL
CONDUIT (TYP.)

BN

]
—

— 18"

BASE COVER TO BE
ATTACHED RIGIDLY
TO POLE

SIDEWALK FINISH

SIDEWALK

— AS SPECIFIED —

70 PULL BOX
. 1.5" CONDUIT
© SEE PLAN VIEW

¢ 1.5" MIN._I/

CONDUIT

CLASS "A” CONCRETE/

FIELD CAST-3,500 PSI MIN.

15 FEET No. 4 AWG
BARE COPPER GROUND
WIRE REQUIRED

ELEVATION

5 6__|-

\

PLACE EXPANSION MATERIAL
AT BACK OF WALK

- ~~ FACE
4 N OF
/ y CURB
/ 2, \
y \
\ :
\ i /
\ , /
N N g P 7/
A\ (¢ f H
—
I
i PLAN
! 5' SIDEWALK

i BELOW

COVER GROUND WI;EX

IN TRENCH WITH EARTH

SIDEWALK

.N.

NON—MONOLITHIC SIDEWALK

(BASE LOCATION TO BE USED FOR MONOLITHIC
CURB & SIDEWALK WIDER THAN 6 FEET.)

Revision

Drawn : QT

CITY OF MOUNTAIN VIEW
DEPARTMENT OF PUBLIC WORKS
STANDARD DETAIL

Checked : RK

APPROVED BY, .

27089

STANDARD POLE BASE
(SHEET 1 OF 2)

FILE NO.




4—-1"x36" ANCHOR BOLTS
WITH 4" BEND. 6" OF THREAD
WITH TWO NUTS & TWO
WASHERS FOR EACH BOLT.

3"x5” HANDHOLE REINFORCED
WITH NO. 3 GAUGE RING 1 1/2"
WIDE WELDED TO OUTSIDE OF THREAD MAY BE CUT OR
POLE. INSTALL 4 1/2"x6 1/2" ROLLED.

NO. 10 GAUGE COVER PLATE

WITH ALLEN HEAD BOLT ¢

1- — L
SIDEWALK FINISH—\V _E_,r’:&__ﬂ]_l 3

BASE PLATE

: A,
3 ;‘.,._<_||- [ N
. 4-‘1, . ‘.4| L‘ I |': ) I l d ..'.
o R T N | | |.4-',--‘ a
i e sl Nl =
J\/‘ _’A o)l ‘\‘_|'|-_"."—‘
10 GA. . o R AP I P
0 = ”"| lll-'.~i.A'..
" . ‘L:'A:“-'“ ‘.7..‘..”' '
= L IR N G
2 1 L _J,) {&:1 ‘ 2"
© EERYC et A ELECTROLIER
r e R OONCRéTE.' ST CONDUIT
| N RS B
1 afs -, J
1/8" <=F -
1/8 / AR
ELEVATION
nan 15 FEET No. 4 AWG
CLASS "A” CONCRETE BARE COPPER GROUND
FIELD CAST-3,500 PSI MiIN. ELEMA]]QN. WIRE REQUIRED.
COVER GROUND WRE

IN TRENCH WITH EARTH.

11-1/2" DIA. BOLT

YR=1—1/2” (TYP.)
@ﬁ HOLE CIRCLE
IA. BOLT

/’% 1

. HOL CIRCL
o 8 T G NMASTARM
'
>Z 4 1-1/4" SLOTTED
4}__ BOLT OLES

FOOTING

CITY OF MOUNTAIN VIEW

DEPARTMENT OF PUBLIC WORKS

STANDARD DETAIL

STANDARD POLE BASE
(SHEET 2 OF 2)

E-3

FILE NO.




PULL
BOX

CHRISTY
No.

BOX

COVER

C

D

E

G

No. 3—1/2

N9

19-3/4"

14-1/4"

15—1/4"

10"

1-3/4"

No. 5

N16

25-1/4"

15-3/4"

20-5/8"

10-1/2"

2::

2-1/2"

1-3/4"

. 3/8” BRASS STUD BOLTS, NUTS,
AND WASHERS, 2 PER BOX.
c / RECESS COVER FOR NUT.

©
STREET LIGHTING

B
D
COVER

e Lo HIGH V%TAGE
} BN INSCRIBE TRAFFIC SIGNAL WHEN

CONTAINING SIGNAL CONDUIT
OMIT FOR CIRCUITS

OF 600V OR LESS
GRADE

—

1/2” MIN.

3/4" MAX.
LiP \
=

SEAL AROUND CONDUIT
WITH MORTAR

22" +

GROUNDING BUSHING

SECURE BONDING JUMPER TO
GROUNDING BUSHING

10" +

—= EXTENSION [=— 12" %

EXTENSION WHEN BOX HOUSES
TRANSFORM OR BALLAST

l— 6" —=]
MIN.
1”7 MIN.

CONCRETE BOTTOM,
POUR IN FIELD

OURSE OF
ROOFING PAPER

\GROUND ROD WHEN SPECIFIED OR

L WHEN BOX HOUSES TRANSFORMER

NOTE:
No. 3—1/2 & 5 PULL BOX WITH HOLD-DOWN BOLTS OR APPROVED EQUAL

,,.—;:—,-’r.::::&w

,,,,

CITY OF MOUNTAIN VIEW

DEPARTMENT OF PUBLIC WORKS

A A
Revision 7/ 2% 40 }:mu %

— /,\/L\v 5 STANDARD DETAIL
Checked : RK Il o3/ . !
APPROVED (9% ?m_w NT? )

AN STANDARD PULL BOX

06—29—-99 E_ 4

FILE NO.

PRECAST REINFORCED CONCRETE




AWG No.10 MIN.

AR\
A NN\ ANRY

PROVIDE 2’ SLACK (TYP.)

GROUNDING LUG WELDED
INSIDE POLE, OPPOSITE TN
HAND—HOLE.

\Va\

NAN\N\N\NN

WATERPROOF IN—LINE

%
g
% /l__ FUSE CONNECTOR
g /] (240V SHOWN)
2 L AWG No. 8
f GROUNDING TYPE
BUSHING
— | SEE NOTE 1
[
K ] <
— 1 11 T - _qd .‘»‘_‘.q A
L T2 METAL NG
A H CSEENOTE 1 + i fia <\\
t a | | - . a . / / //
| ) S NN
CL+31>——\120 OR
240 VOLT
FEEDER

NOTES:

1. GROUNDING TYPE BUSHING IS NOT REQUIRED FOR PLASTIC CONDUIT.
FOR PLASTIC CONDUIT, SPLICE GROUND WIRE IN ELECTROLIER TO GROUND
WIRE IN CONDUIT.

— ? CITY OF MOUNTAIN VIEW
4 Y S P % Seromt DEPARTMENT OF PUBLIC WORKS
. QT [ A\lé ot - OF0%509 STANDARD DETAIL
Checked : RK ,ff; = scale :NTS” | 2 ||

NG. 27089 | m
T STREET LIGHT FUSE AND

GROUND CONNECTION
FILE NO. i




LUMINAIRE
16"+ ¢ x 40"+ TALL WITH CLEAR TECTURED ACRYLIC

— 16%¢ OPAQUE TOP ACORN GLOBE, CAST ALUMINUM LUMINAIRE BASE AND
SECTION PANTED  BRASS FINIAL; LUMINAIRE FURNISHED WITH HPS LAMP,
0 MATCH H.LD. 120V BALLAST, PORCELAIN MOGUL BASE SOCKET,

BOROCILICATE GLASS REFRACTOR, AND A PHOTOELECTRIC
LUMINAIRE BASE  CONTROL AT THE BASE.

POST

ONE—PIECE CAST ALUMINUM CONSTRUCTION CONSISTING
OF A TAPERED AND FLUTED BASE WITH HEXAGONAL
BOTTOM, A #5” FLUTED SHAFT WITH A 3" TENON FOR
CROSSARM OR LUMINAIRE MOUNTING, AND A HAND—HOLE

] \ AT THE BASE FOR ANCHORAGE AND WIRING ACCESS.
PHOTO ELECTRIC FINISH

CONTROL LOCATION ENTIRE POST AND LUMINAIRE BASE TO HAVE A "BLACK”
POWDER COAT FINISH UNLESS SPECIFIED OTHERWISE.

40"+

HARDWARE
ALL HARDWARE TO BE STAINLESS STEEL AND ALL
EXTERIOR HARDWARE TO BE TAMPER RESISTANT.

MANUFACTURERS
PRODUCTS TO BE MANUFACTURED BY ANTIQUE LAMPS, INC.,
WESTERN LIGHTING STANDARDS OR OTHER APPROVED EQUAL
MANUFACTURERS.

11'-6"
COMPONENT | ANTIQUE LAMP, INC. WESTERN LIGHTING
STANDARDS

NY11'—6"F5MOD/ | WPBBH11'6"EF50-COLOR
5° POST 17MODPT18—CA/BK

AA25ABFMOD/BK— |  FXS2PT30-COLOR
o —— LUMINAIRE. | sxxx /120-X—PEC

/—FINISHED GRADE
T NN

7 N, >\/;
PULL§‘:="X/ &@%\x\\

CLASS A CONCRETE
g BN FIELD CAST — 3,500 PSI MIN.
>>>/ 4 ANCHOR BOLTS AS REQUIRED BY MANUFACTURER
> BOLTS & NUTS & WASHERS TO BE HOT DIPPED GALVANIZED

36"

5/8"x8' CU. GROUND ROD OR
15’ #4 BARE CU. GROUND WIRE,
COIL & SECURE TO ELECTROLIER
GROUND NUT. COVER WITH 2" OF
SOIL PRIOR TO POURING BASE.

CITY OF MOUNTAIN VIEW

S 4 Approved DEPARTMENT OF PUBLIC WORKS

-
Date "t '\
i

o 02,3505 STANDARD DETAIL

Checked : RK: Scle :NTS:

R
APPROVE;.P& TYPE B STREETLIGHT DETAILS

27089 -
X 3 FILE NO. _._E__§_




3/8" HOLE ON FINIAL

I
2-1/4"
' i
) 1-1/4"
STIPPLE 3-1/4 7] ?6/5; Bsﬁ:gg;
FINISH
PAINTED
BLACK
5" »
. 3-1/4" CAST IRON OR
1=1/4" CAST ALUMINUM
e A
| AN SEAN
3/8" THREADED
—1l/2" BRASS WITH
CLEAR | NUT & LOCK
STIPPLE WASHER
FINISH F A TA
15-5/8"
: POLYCARBONATE GLOBE
R T~ WITH "GLASS LIKE” FINISH
OR PRISMATIC GLASS
CLEAR
SMOOTH
FINISH _— 3/8"
l 3
GL TAI
(HALF SECTION)
o OFERSTS CITY OF MOUNTAIN VIEW
— "/"!Q,v oo F (& — DEPARTMENT OF PUBLIC WORKS
NI P AT STANDARD DETAIL
Checked : RK ;;l" Scale ;NT&’\E ‘1
APPROVED NO. 27 } m waw
#. 03-31,-01 /] TYPE "B” STREETLIGHT

GLOBE AND FINIAL DETAILS
E-7

FILE NO.




ALUMINUM FIXTURE MOUNT\ = é/"—FIXTURE SOCKET

3 EQUALLY SPACED |
3/16” DIA. HOLES, ‘ 3

6—3/4" BOLT CIRCLE
3/4"_._|__

b 73— |

Fl T
3 EQUALLY SPACED /8™ —— 4-1/%’ ~t1/7
1/4" x 3/4” SET ‘
SCREWS 1” 1-3/8"
3 EQUALLY SPACED )
1/8” x 1/2" SCREWS 12" 7/8
6—3/4" BOLT CIRCLE -
3——1/8" 1”
10" DIA.—/ 1
1M1-1/4
CAST IRON OR
CAST ALUMINUM
3/8" MIN. THICKNESS ;,%AEC%%A',‘.-LLBTES
3 EQUALLY SPACED 1-1/16"
1/4" x 3/8" SET SCREWS%
T;"
& 1 )
) L 1/2”
1-7/16 1-9/16"
6” DIA.
HO R DETAI
— ;?\g‘izéy\s; CITY OF MOUNTAIN VIEW
e K éd"ﬁr FIC Seprome DEPARTMENT OF PUBLIC WORKS
R TR PR A A STANDARD DETAIL
Checked : RK | E‘:&f?/.‘ Scé‘égNTg\\’é
NG, Z7 m "
APPROVED B | kg TYPE "B” STREETLIGHT

FIXTURE & GLOBE HOLDER DETAILS

FILE NO. __E:L

w7




|— 3::_—|

3”
8'-9 1/2" —
| L] 3/8"
‘| r 1/4»
1-1/4" — | e \
.
2,'
—
1/4" —3
- 7 CAST IRON OR
3/8 - , CAST ALUMINUM
/— 3/8" MIN. THICKNESS
ACCESS PLATE WITH
ALLEN HEAD SCREW
i AND BRACKET
26-1/4 14"
T0
27-3/4"
16 EQUALLY SPACED FLUTES
1/4" — ( )
1-3/4" —] ! 11" l'
1-1/4” I 12" i
1/2" —3 . ]
15-1/4"
p / N

21"+ — VERTEX TO VERTEX

-
POLE DETAIL
. ?éj;‘"ﬁg;;\g CITY OF MOUNTAIN VIEW
e Q{é‘a S LA (P — DEPARTMENT OF PUBLIC WORKS
o QT[S Tom 0851860 STANDARD DETAKL
Checked : RK [/ ==/ Scale :NTS |2 ||
APPROVED ia% . NG, 27089 lj_lrﬁ /i/:

‘\“\

TYPE "B* STREETLIGHT
POLE DETAILS

TENO: FILE NO. E-9




TO

WELDED INSIDE POLE

l— 21"+ VERTEX TO VERTEX —
17"+ DIA.

10"+

DIA. OPENING

OF ACCESS DOOR

SPACED FLUTES 1/2°
1/4” MIN.
”
A, TAl

SEE STREET LIGHT FUSE AND GROUND CONNECTION DETAIL
TWO NUTS AND WASHERS PER BOLT

GROUNDING LUG

L

36" |

d

- 9.

| .
|"_A]- -
Ik

I
| ..a 4
I
[
|

A B

. b.
— \a
1Y

K}
Coa .

—_—n———————————]

LY

.oa..
(RPN I S S ———

| |

T ——

|-
Jf

. <

ST

I
] .:;,c_.'
k-

<
a

T
FOUR 3/4" x 18" AN
'BOLT @ 90" "-u

P

s

POLE BASE

a

e 4"

1/4 ARC

DECORATIVE PATTERN

3“——,1——(5———
' CHOR ] X
. o 1-1/2" CONDUIT TO PULL BOX

71

15" No. 4 AWG BARE COPPER
GROUND WIRE REQUIRED.

COVER GROUND WIRE IN
TRENCH WITH EARTH.

A ROFESSTS CITY OF MOUNTAIN VIEW
o T oET T Se DEPARTMENT OF PUBLIC WORKS
oo QT LN ome . OB, 09 STANDARD DETAIL

RN
Sy

T

B opL

TYPE “B" STREETLIGHT
MISCELLANEOUS DETAILS

FILE NO.

E
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